CLEARENCE REQUIREMENTS
GAS METER LOCATIONS

ENGINEERING DEPARTMENT
CITY OF MESA

DATE: 5/26/99 REV: 3/08
APPROVED: S. SCHUPFER
DESIGNER: S. SCHUPFER
DRAWN BY: E. SURCHIK

36" LEVEL

DOOR

GROUND

36"

VENT

REGULATOR

3 FEET OF REGULATOR VENT.

GENERATING DEVICES ALLOWED WITHIN

SOURCES OF IGNITION OR OTHER HEAT

ELECTRICAL EQUIPMENT OR OTHER

OR OTHER OPENINGS INTO A BUILDING.

NO VENTS, OPENING WINDOWS, DOORS

EVAPORATIVE COOLER

OPENING WINDOW

ELECTRIC BOX

AC UNIT

VENT
NOTE:
FOR GAS METER DIMENSIONS SEE CITY OF MESA DETAIL GD-1.5.
**NOTES:**

1. If gas meter is subject to vehicular traffic or an RV gate is adjacent to meter, customer shall furnish and install guard post per City of Mesa detail GD-1.3.

2. If the electric panel is located on the same side of house as the gas meter, see City of Mesa detail GD-1.4.

3. EFV washer may be required. Refer to City of Mesa detail GD-3.12 for EFV installation details.